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PROP. 8" DI

WATER LINE
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MIN.

CLR.

STA. 0+00.00

TIE TO EXIST. 8" DI

WATER LINE W/ 45

DEGREE BEND

STA. 1+85.75

TIE TO EXIST. 8" DI
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DEGREE BEND

STA. 1+65
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DEGREE BEND
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WATER LINE W/ 45

DEGREE BEND

STA. 0+89.30

PROP. 45 DEGREE BEND
STA. 0+00.00
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STA. 0+11.50
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STA. 0+62

PROP. 45 DEGREE 

VERTICAL BEND

STA. 0+66

PROP. 45 DEGREE 

VERTICAL BEND
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EX. 12" RCP

INV. 37.1

(TO BE REMOVED)

EX. 15" RCP

INV. 37.0

(TO BE REMOVED)
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36.00 LF OF 12" SANITARY
GRAVITY SEWER @ +0.20%

EXIST. 12" VCP

SANITARY GRAVITY 

SEWER @ +0.20%
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PROP. GRADE

EXIST. GRADE

15.00 LF OF 18" STEEL
CASING PIPE @ +0.20%

103" X 71" 

CAAPA

68.46 LF OF 16" C-905
PVC SANITARY GRAVITY

SEWER @ -0.14%

80.73 LF OF 16" C-905
PVC SANITARY GRAVITY

SEWER @ -0.14%

90.03 LF OF 16" C-905
PVC SANITARY GRAVITY

SEWER @ -0.14%
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